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Enclosure: Annual Boiler MACT HCl Test Results



Desert View Power 
2020 Emissions Performance Test 

 

4.0 TEST RESULTS 

This section presents the results of the performance tests conducted at Desert View Power, 
during June of 2020. Test results are presented in the following sections: 

4.1 Unit 1 Performance Test Results 
4.2 Unit 2 Performance Test Results 
4.3 Fuel Analysis Results 

All supporting data sheets, CEM data, instrument strip charts, laboratory data, chain of custody 
records, and quality assurance data are included in Appendix A. Plant data are contained in 
Appendix B. Emissions and Load calculations are presented in Appendix C. Quality assurance 
information is contained in Appendix D. The test plan that was submitted and is contained in 
Appendix E. 

4.1 UNIT 1 PERFORMANCE TEST RESULTS 

The results of the HCL testing are presented in Table 4-1. HCL emissions for Unit 1 were 0.0248 
lb/MMBtu. This is above the permit limit of 0.022 lb/MMBtu. The results of the total solid particulate 
testing are presented in Table 4-2. Total solid particulate emissions for Unit 1 were 0.07 lb/hr. 
This is below the permit limit of 3.9 lb/hr. Gaseous emissions results are presented in Tables 4-
3, and 4-4. NOx, CO, SO2 and hydrocarbon emissions results were below established permit 
limits. Results from the hydrocarbon tests can be found in Appendix C.1.5.1 and C.1.5.2. 

TABLE 4-1 
HYDROCHLORIC ACID TEST RESULTS UNIT 1 

DESERT VIEW POWER 
JUNE 2, 2020 

       
Test Number 1-HCL-U1 2-HCL-U1 3-HCL-U1 Average Limit 

       
Date 06/02/20 06/02/20 06/02/20   
       
Start/Stop Time 620/839 910/1132 1204/1426   
       
Stack Flow Rate, dscfm 89,373 89,807 89,840 89,673  
       
Sample Volume, dscf 92.006 92.865 92.747 92.539  
       
O2, % 8.23 8.13 8.08 8.15  
       
CO2, % 12.31 12.33 12.20 12.28  
       
HCl      

mg/sample 62.4 78.2 81.2 73.9  
mg/dscm 23.95 29.73 30.91 28.20  
ppm (as HCl) 15.79 19.60 20.38 18.59  
lb/hr (as HCl) 8.01 9.99 10.39 9.47  
MMBtu/Hr 381 381 381 381  
lb/MMBtu 0.021 0.026 0.027 0.0248 0.022 
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